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FILL OPENING WITH GROUT OR
SEALANT DEPENDING UPON
BUILDING MATERIALS PENETRATED

1/2" T0 5/8”
ANNULAR SPACE—PACK
WITH FIBERGLASS
MATERIAL
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NOTES FOR DESIGNER: (Do NOT INCLUDE ON CONSTRUCTION DRAWINGS)

1. SEE SHEET 5.

DRAWING DEVELOPED FOR ML-=3
PROJECTS. FOR ML—1/ML-2,
ADDITIONAL REQUIREMENTS AND
QA REVIEWS ARE REQUIRED.
(REMOVE THIS NOTE WHEN IN—
SERTED INTO A DRAWING PACK—

AGE).
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